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Fire Inspection – Vendors 
Prior to opening!  

A) Vendors with cooking equipment that produces grease in roofed enclosures; such 
as trucks, buses, trailers, pavilions, MUST have an automatic “Ansul®” fire-
extinguishing system (see pic #2), a ‘K’ fire extinguisher for grease (see pic#1), and a 
dry chemical fire extinguisher - red 5 pound ‘2A10BC’ (see pic #3) 
 

B) Vendors with cooking equipment in tents (no public allowed) MUST have a ‘K’ fire 
extinguisher for grease (see pic#1), and a dry chemical fire extinguisher (see pic #3) 
 

C) Vendors that only have energized electrical equipment MUST have a dry chemical 
fire extinguisher - red 5 pound ‘2A10BC’ (see pic #3) 

 ***Portable fire extinguishers must be inspected & tagged by a licensed fire 
extinguisher company every 12 months.                                                                                      
The automatic “Ansul®” fire system must be inspected & tagged every 6-months 
 

            
 

       

#1 
“K” 
Portable 
 
Inspected 
& tagged 
every 
12 
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#2 
Fire system  
for grease 
 
Inspected 
& tagged  
every  
6 
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#3 
Dry chemical 
Portable  
 
Inspected  
& tagged  
every 
12  
months 

#4 
Propane 
tanks 
MUST 
be secured 

#5 
Temporary electrical 
boxes, lights, cords, 
and power strips 
subject to the weather 
MUST be listed for 
outdoor use 
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